2" GALVANIZED RETURN
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SEE DETAIL 710A

6'"x3" REDUCER, FL
6" 90° BEND, FL
6" MIN COMPACTED

CRUSHED SURFACING
TOP COURSE

6" SPOOL, FL

1. 8" PRV STATION SHOWN. 6" PRV STATION IS IDENTICAL EXCEPT THE UPSTREAM
AND DOWNSTREAM PIPING, FITTINGS, AND VALVES ARE 6".

PAINT ALL EXPOSED PIPING AND FITTINGS WITHIN VAULT AND ABOVE GRADE.
ALL VALVES INSIDE VAULT TO HAVE HAND WHEEL OPERATORS.
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